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1. SCOPE
 

: 

 1.1 Title: Asbestos-Free Pipe Hanger Liner Material; install 
 
2. REFERENCES
 

: 

 2.1 None. 
 
3. REQUIREMENTS
 

: 

 3.1 Install new fibrous glass pipe hanger liners in lieu of liners 
containing asbestos material.  This requirement applies only where hangers and 
pipes are removed or new hangers are being installed. 
                                                                              
 3.2 New liner material shall be in accordance with MIL-C-20079, Type II, 
Class 4, for temperatures over 180 degrees Fahrenheit up to 650 degrees 
Fahrenheit. 
 
 3.3 For services above 650 degrees Fahrenheit where minimum contact area 
type hanger designs (similar to that shown in MSS SP-58) are required, no 
liner material is used. 
 
4. NOTES
 

: 

 4.1 None.  


